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DMG620 

 

 
 

È possibile installare il modulo ethernet EXP1013 su 
DMG620 anche se è presente già la porta ethernet 
integrata? 
 
DMG620 supporta EXP1013 per equipaggiare il 
multimetro con un'ulteriore porta ethernet. Le due porte 
sono completamente indipendenti dal punto di vista della 
connessione e del protocollo, in modo che due master 
modbus possano collegarsi ciascuno con i propri 
parametri. Le due porte non costituiscono un bridge e non 
possono lavorare come hub. Installando una porta di 
comunicazione diversa da ethernet, come ad esempio una 
porta RS485, DMG620 non è comunque in grado di 
svolgere il compito di gateway. 

Is it possible to install the EXP1013 ethernet module on 
DMG620 even if the built-in ethernet port is already 
present? 
 
DMG620 supports EXP1013 to equip the multimeter with 
an additional ethernet port. The ports are completely 
independent from the point of view of connection and 
protocol, so that two modbus masters can connect each 
with their own parameters. The ports do not constitute a 
bridge and cannot work as a hub. By installing a 
communication port other than ethernet, such as an 
RS485 port, the DMG620 is in any case not able to perform 
the role of gateway. 
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